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SHEET KEYNOTES ] o

1. Remove existing drop inlets and strom drain lines
connecting inlets with existing storm MH #106. Seal
openings in manhole

2. Provide 3 new drop inlets (VDOT DI-2) in locations shown.

3. All new storm drainage construction shall comply with VDOT

© standards and specifications.

4. Core new opening into existing storm MH #106 approximately
3" above existing invert out.

5. New storm drainage lines shall be 12" Type Ill Reinforced
Concrete Pipe (RCP) at 1% slope.

6. Obscure existing pavement markings and remark parking
spaces as shown.

7. Reset existing parking wheel stops In new parking space
locations. Provide 2 additional parking wheel stops to
match existing wheel stops.
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